
TEL: (631) 694-3040    FAX: (631) 420-8436
575 Broad Hollow Road, Melville, NY 11747

Laboratory Results

www.pacelabs.com

Sample Information:
Type:
Origin:

Drinking Water
Treated Well
Special

Hampton Bays Water District
P.O. Box 1013

Lab No. :
Client Sample ID.:

70127455001
GAC TANK A 25%

Results for the samples and analytes requested
The lab is not directly responsible for the integrity of the sample before

receipt at the lab and is responsible only for the certified tests

Treatment
GAC

Hampton Bays, NY 11946
Attn To : Supt. McCuen
Federal ID :
Collected :
Received :
Collected By

5103704
04/08/2020 08:50 AM
04/08/2020 04:00 PM
CLIENT

Location
TANK A 25%Point

Analytical Method:EPA 537

Parameter(s)

Prep Method: EPA 537 Prep Date: 04/16/2020 10:30

Results Qualifier D.F. Units Limit Analyzed: Container:

Perfluorobutanesulfonic acid <0.0019 1 ug/L 04/18/2020 6:00 AM
Perfluoroheptanoic acid <0.0019 1 ug/L 04/18/2020 6:00 AM
Perfluorohexanesulfonic acid 0.0028 1 ug/L 04/18/2020 6:00 AM
Perfluorononanoic acid <0.0019 1 ug/L 04/18/2020 6:00 AM
Perfluorooctanesulfonic acid 0.0099 1 ug/L 04/18/2020 6:00 AM
Perfluorooctanoic acid <0.0019 1 ug/L 04/18/2020 6:00 AM
Surr: 13C2-PFDA (S) 97% 1 %REC 04/18/2020 6:00 AM
Surr: 13C2-PFHxA (S) 110% 1 %REC 04/18/2020 6:00 AM
Surr: NEtFOSAA-d5 (S) 106% 1 %REC 04/18/2020 6:00 AM

Result(s) reported meet(s) NYS Regulatory Limit(s).
Result(s) flagged with * Exceed NYS Regulatory Limit(s). Limit Noted.

Test results meet the requirements of NELAC
unless otherwise noted.

This report shall not be reproduced except in full,
without the written approval of the laboratory.

04/21/2020Date Reported:

Qualifiers:
DF - Dilution Factor, if reported, represents the factor applied to the reported data due to changes in
sample preparation, dilution of the sample aliquot, or moisture content.
ND - Not Detected at or above adjusted reporting limit.
J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting
limit.Estimated value - below calibration range
U - Indicates the compound was analyzed for, but not detected

Kimberley Mack
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TEL: (631) 694-3040    FAX: (631) 420-8436
575 Broad Hollow Road, Melville, NY 11747

Laboratory Results

www.pacelabs.com

Sample Information:
Type:
Origin:

Drinking Water
Treated Well
Special

Hampton Bays Water District
P.O. Box 1013

Lab No. :
Client Sample ID.:

70127455002
GAC TANK A 50%

Results for the samples and analytes requested
The lab is not directly responsible for the integrity of the sample before

receipt at the lab and is responsible only for the certified tests

Treatment
GAC

Hampton Bays, NY 11946
Attn To : Supt. McCuen
Federal ID :
Collected :
Received :
Collected By

5103704
04/08/2020 08:55 AM
04/08/2020 04:00 PM
CLIENT

Location
TANK A 50%Point

Analytical Method:EPA 537

Parameter(s)

Prep Method: EPA 537 Prep Date: 04/14/2020 10:05

Results Qualifier D.F. Units Limit Analyzed: Container:

Perfluorobutanesulfonic acid <0.0019 1 ug/L 04/16/2020 5:06 AM
Perfluoroheptanoic acid <0.0019 1 ug/L 04/16/2020 5:06 AM
Perfluorohexanesulfonic acid <0.0019 1 ug/L 04/16/2020 5:06 AM
Perfluorononanoic acid <0.0019 1 ug/L 04/16/2020 5:06 AM
Perfluorooctanesulfonic acid <0.0019 1 ug/L 04/16/2020 5:06 AM
Perfluorooctanoic acid <0.0019 1 ug/L 04/16/2020 5:06 AM
Surr: 13C2-PFDA (S) 97% 1 %REC 04/16/2020 5:06 AM
Surr: 13C2-PFHxA (S) 94% 1 %REC 04/16/2020 5:06 AM
Surr: NEtFOSAA-d5 (S) 99% 1 %REC 04/16/2020 5:06 AM

Result(s) reported meet(s) NYS Regulatory Limit(s).
Result(s) flagged with * Exceed NYS Regulatory Limit(s). Limit Noted.

Test results meet the requirements of NELAC
unless otherwise noted.

This report shall not be reproduced except in full,
without the written approval of the laboratory.

04/21/2020Date Reported:

Qualifiers:
DF - Dilution Factor, if reported, represents the factor applied to the reported data due to changes in
sample preparation, dilution of the sample aliquot, or moisture content.
ND - Not Detected at or above adjusted reporting limit.
J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting
limit.Estimated value - below calibration range
U - Indicates the compound was analyzed for, but not detected

Kimberley Mack
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TEL: (631) 694-3040    FAX: (631) 420-8436
575 Broad Hollow Road, Melville, NY 11747

Laboratory Results

www.pacelabs.com

Sample Information:
Type:
Origin:

Drinking Water
Treated Well
Special

Hampton Bays Water District
P.O. Box 1013

Lab No. :
Client Sample ID.:

70127455003
GAC TANK A 75%

Results for the samples and analytes requested
The lab is not directly responsible for the integrity of the sample before

receipt at the lab and is responsible only for the certified tests

Treatment
GAC

Hampton Bays, NY 11946
Attn To : Supt. McCuen
Federal ID :
Collected :
Received :
Collected By

5103704
04/08/2020 09:00 AM
04/08/2020 04:00 PM
CLIENT

Location
TANK A 75%Point

Analytical Method:EPA 537

Parameter(s)

Prep Method: EPA 537 Prep Date: 04/14/2020 10:05

Results Qualifier D.F. Units Limit Analyzed: Container:

Perfluorobutanesulfonic acid <0.0019 1 ug/L 04/16/2020 5:24 AM
Perfluoroheptanoic acid <0.0019 1 ug/L 04/16/2020 5:24 AM
Perfluorohexanesulfonic acid <0.0019 1 ug/L 04/16/2020 5:24 AM
Perfluorononanoic acid <0.0019 1 ug/L 04/16/2020 5:24 AM
Perfluorooctanesulfonic acid <0.0019 1 ug/L 04/16/2020 5:24 AM
Perfluorooctanoic acid <0.0019 1 ug/L 04/16/2020 5:24 AM
Surr: 13C2-PFDA (S) 101% 1 %REC 04/16/2020 5:24 AM
Surr: 13C2-PFHxA (S) 98% 1 %REC 04/16/2020 5:24 AM
Surr: NEtFOSAA-d5 (S) 102% 1 %REC 04/16/2020 5:24 AM

Result(s) reported meet(s) NYS Regulatory Limit(s).
Result(s) flagged with * Exceed NYS Regulatory Limit(s). Limit Noted.

Test results meet the requirements of NELAC
unless otherwise noted.

This report shall not be reproduced except in full,
without the written approval of the laboratory.

04/21/2020Date Reported:

Qualifiers:
DF - Dilution Factor, if reported, represents the factor applied to the reported data due to changes in
sample preparation, dilution of the sample aliquot, or moisture content.
ND - Not Detected at or above adjusted reporting limit.
J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting
limit.Estimated value - below calibration range
U - Indicates the compound was analyzed for, but not detected

Kimberley Mack
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WorkOrder :
70127455

TEL: (631) 694-3040    FAX: (631) 420-8436
575 Broad Hollow Road, Melville, NY 11747

Laboratory Certifications

www.pacelabs.com

Pace Analytical Services Ormond Beach
8 East Tower Circle, Ormond Beach, FL  32174
Alaska DEC- CS/UST/LUST
Alabama Certification #: 41320
Arizona Certification# AZ0819
Colorado Certification: FL NELAC Reciprocity
Connecticut Certification #: PH-0216
Delaware Certification: FL NELAC Reciprocity
Florida Certification #: E83079
Georgia Certification #: 955
Guam Certification: FL NELAC Reciprocity
Hawaii Certification: FL NELAC Reciprocity
Illinois Certification #: 200068
Indiana Certification: FL NELAC Reciprocity
Kansas Certification #: E-10383
Kentucky Certification #: 90050
Louisiana Certification #: FL NELAC Reciprocity
Louisiana Environmental Certificate #: 05007
Maryland Certification: #346
Michigan Certification #: 9911
Mississippi Certification: FL NELAC Reciprocity
Missouri Certification #: 236
Montana Certification #: Cert 0074
Nebraska Certification: NE-OS-28-14
New Hampshire Certification #: 2958
New Jersey Certification #: FL022
New York Certification #: 11608
North Carolina Environmental Certificate #: 667
North Carolina Certification #: 12710
North Dakota Certification #: R-216
Oklahoma Certification #: D9947
Pennsylvania Certification #: 68-00547
Puerto Rico Certification #: FL01264
South Carolina Certification: #96042001
Tennessee Certification #: TN02974
Texas Certification: FL NELAC Reciprocity
US Virgin Islands Certification: FL NELAC Reciprocity
Virginia Environmental Certification #: 460165
West Virginia Certification #: 9962C
Wisconsin Certification #: 399079670
Wyoming (EPA Region 8): FL NELAC Reciprocity

Date Reported: 04/21/2020 page 4 of 6
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